KNX quick

Connection class: Heat V1.0

ValveSwitchObj GroupAddress = 13/0/(GroupNo*16)+ChannelNo
Temperature °C GroupAddress = 13/5/(GroupNo*16)+ChannelNo
Rel. Humidity % GroupAddress = 13/6/(GroupNo*16)+ChannelNo
SensorStatus - GroupAddress = 13/7/(GroupNo*16)+ChannelNo

Temperature and Humidity

ValveSwitchObj Temperature  Rel. Humidity  SensorStatus
Valve actuator °C %
1 bit 16 bit float 16 bit float 1 bit
Group Address Group Address Group Address Group Address
Transmission
interval 60-90 sec 60-90 sec 60-90 sec
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